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D A.  READ DRAWING IN CONJUNCTION WITH P3.B1.47 FOR STACKED
PIPING IN THE CORRIDOR.
@ @ @ @ @ @ @ ' B.  SEE DETAIL 7, SHEET H6.10.06 FOR PIPING SUPPORT
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' INSTALL CROSS BRACING TO CEILING.
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17 CHUS 513 15106 INSTALL BUTTERFLY VALVES
| | ! 17 CHWR (1) 15106 ON HWS AND HWR, AND
’ TWS AND TWR PIPES WITH
VALVE STEMS DOWN.
= APPLY DETALL 15, H6.10.09 ON
G ; =X . L HWS AND HWR PIPES AT ALL
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— i |7 CH SHOWN IN PATTERNED AREA. THIS
< ! DETAIL OUTLINES THE ASSEMBLY
NN REQUIREMENTS FOR PIPE
N8 RESTRAINING ASSEMBLY IN AREAS
: OF CRITICAL THERMAL EXPANSION.
APPLY DETAIL 15, H6.10.09 ON
TWS AND TWR PIPES AT ALL
PIPING SUPPORTS FOR EXTENT
SHOWN IN PATTERNED AREA. THIS
DETAIL OUTLINES THE ASSEMBLY
REQUIREMENTS FOR PIPE
RESTRAINING ASSEMBLY IN AREAS
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% % +——— PIPE/DUCT SUPPORT HUNG FROM
F DS _TA-06Y %o WALL (CONCRETE OR CMU).
‘ . ——— PIPE/DUCT SUPPORT HUNG FROM
CEILING ABOVE.
‘ l : i 1 -——— PIPE/DUCT SUPPORT HUNG FROM
5 INTERMEDIATE SUPPORT MEMBER.
| A T : S B —— INTERMEDIATE SUPPORT MEMBER.
AS REQUIRED. MAINTAIN A MINIMUM DISTANCE OF 8" 15 X
BETWEEN CLEVIS / LUG PLATES e i e i e ; e___ PIPE/DUCT SUPPORT FROM FLOOR.
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SEE UHU2.61.H4 FOR CONTINUATION
OF CHWS&R AND HWS&R
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